ANAHEIM FIRE & RESCUE
Community Risk Reduction Division
201 S. Anaheim Blvd., #300
Anaheim, CA 92805
(714) 765-4040
tradeshowinspector@anaheim.net

DISNEYLAND RESORT HOTEL EVENT
SPECIFICATIONS & REQUIREMENTS

I.

THE DISNEYLAND HOTEL
Grand Ballroom Registration Area
Displays may be placed on the entire east wall no more than 8 feet in depth from the back wall. Do not measure 8 feet from
the front of the display case or window. Un-manned tables, maximum of 3 feet in depth by 8 feet in length, may be placed up
against the west wall.

II.

Center Lounge
1. Displays may be placed in the following areas: east wall between the columns, west wall between Grand Ballroom main
entrance doors, no more than 8 feet in depth, not to protrude further than the end of the walls on each side.
2. Grand Ballroom wall across from the up and down staircase: one un-manned table, maximum of 3 feet in depth by 8 feet
in length or 2 tables un-manned, 3 feet in depth by 14 feet in length may be placed up against the wall.
3. Center Lounge Exhibit Hall Foyer - across from exterior glass exit doors: un-manned tables, 3 feet in depth by 17 feet in
length may be placed up against the wall in the two cut-outs. Tables shall not block egress path into the Exhibit Hall
Elevator Foyer.

III.

North Lounge
Displays may be placed against the west and northeast walls, not to exceed 8 feet in depth. No items shall be placed in front
of exit doors or egress paths. Entrance unit may be placed over north entrance doors that lead to the south exhibit hall.
Entrance unit shall not obstruct exit doors or egress path.

IV.

South Lounge
Displays may be placed against east, west, south and north walls. Exit doors and egress path shall remain clear and
unobstructed at all times.

V.

Exhibit Hall Foyer Elevators
Displays may be placed in the north cutout up against the wall not to exceed 8 feet in depth. Displays shall not obstruct exit
door or egress path.

VI.

Magic Kingdom East and West Ballrooms
1. Displays may be placed in the Sleeping Beauty Pavilion Foyer in the cut-out portion only not to exceed 6 feet in depth
off the back wall and Magic Kingdom East Ballroom Foyer wall not to exceed 6 feet in depth.
2. Displays 4 feet in depth by 20 feet in length may be placed in the cut-out next to the roof top down escalator located in
the Magic Kingdom West Ballroom foyer in the northwest corner.
3. Displays 5 feet in depth by 12 feet in length may be placed between the south entrance doors into the Magic Kingdom
West Ballroom.
4. Displays may be placed in the two cutouts along the Magic Kingdom West Ballroom - north foyer no more than 5 feet in
depth from the wall.

I.

II.

DISNEY’S GRAND CALIFORNIAN HOTEL & SPA
West Registration
Displays may be placed in the cut-out on the west wall, not to protrude further than the edge of the sidewall. A clearance of 3
feet around fire and medical equipment shall be provided.
Sequoia South Foyer
Displays may be placed in the cut-out on the south wall, not to protrude further than the edge of each sidewall.
Un-manned tables, 3 feet in depth by 8 feet in length, may be used in front of South Ballrooms A, B, C and Sorrel A and B,
but shall be placed up against the walls.
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III.

DISNEY’S GRAND CALIFORNIAN HOTEL & SPA
Sequoia West Foyer
1. Un-manned tables may be placed up against the west and east walls no more than 2 feet in depth. Exit doors that are
located in cut-outs shall not be used for displays. Exception: Signage may be placed in these areas as long as they do
not obstruct the exit door or egress path.
2. Displays may be placed in the cut-out diagonally across from the Wisteria meeting room. No displays shall protrude
further than the edge of each sidewall. A clearance of 3 feet around fire equipment shall be provided.

IV.

Sequoia North Foyer
No items shall be placed in this area.

V.

Trillium B
A 6 foot table may be placed in each cut-out not to obstruct exit doors or exit pathway.

I.

II.

DISNEY’S PARADISE PIER HOTEL
Pacific Ballroom Registration
One table 5 feet in depth by 8 feet in length may be placed next to the permanent registration counter up against the west wall
in the cut-out.
Pacific Ballroom Foyer
Displays may be placed up against the walls, north of Pacific Ballroom A on both the east and west walls no more than 3 feet
in depth or on one side only no more than 5 feet in depth.
GENERAL INFORMATION
1. Candles for banquets and open flame devices including fire performers require a permit from Anaheim Fire & Rescue
and are fee based. Pyrotechnics, special effects including Sparkular require a License from the California State Fire
Marshal’s Office and a Fireworks Permit from Anaheim Fire & Rescue. Please contact
tradeshowinspector@anaheim.net for more information.
2. Banquet tables shall be divided from the tradeshow area by a 10 foot aisle. Exception: banquet tables placed within the
tradeshow shall be curtained off by a 3 foot high drape and provided with 3 foot exit openings. Banquet and conference
tables shall be placed 54 inches apart and not less than 36 inches from wall. Travel distance to an exit aisle from a seated
position shall not be more than 30 feet. Vertical and horizontal aisles may be required based on the number of tables.
Tables shall not be placed in front of exit doors.
3. Fire rated doors shall not be propped open.
4. Fire equipment such as strobes, manual pull stations, fire extinguishers and fire hose cabinets, etc., shall not be
obstructed and shall remain visible at all times.
5. All registration set-ups and food service banquet displays shall be included on the floor plan submitted to the Anaheim
Fire Department.
6. If columns are included in the aisles, the aisle must be the required width plus the width of the columns.
7. Egress paths and all exits shall remain clear and unobstructed and all times.
8. Exit doors and exit signs shall not be covered unless approval is granted by Anaheim Fire & Rescue.
9. Banquet, classroom or theatre style set-ups do not require a plan submittal unless minimum aisle requirements are not
met and egress doors or exit signs are covered, then a fee based plan submittal is required.
10. Tradeshow or event requests outside the scope of this specification will require approval from Anaheim Fire & Rescue.
11. Events are prohibited from being held in parking structures unless otherwise approved by Anaheim Fire & Rescue.
12. Drape lines higher than 8 feet that lead to exits shall require self illuminating or illuminated exit signs that are tied into
emergency power or have battery backup.
13. Power Cables in aisles or exit paths shall be taped down or ramped to prevent trip hazards.
14. Drapes, curtains, banners, decorative material, registration counters, booths, tents or canopies and hard-walls, etc., shall
be flame retardant. Foam furniture shall meet TB 117 flame retardant requirements. Proof shall be submitted to
Anaheim Fire & Rescue.

To Request this brochure in an alternative format, please call (714) 765-4040 or TTY (714) 765-5125. The City prohibits discrimination on
the basis of race, color or national origin in programs, services and activities.
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